
FAN COILS, and
ACCESSORY ELECTRIC HEATERS

WIRING DIAGRAMS

FIG.
FIELD---
INSTALLED

HEATER MODEL

FB4C/
PF4MNP

FE4A/
FE5A FH4C FV4C FX4D FY5B FZ4A PF4MA PF4MB LABEL

1 KFCEH0401N03B 18,24 x 001 x 19,25 18,24 24 18,19,24,25 x 344631---101
1 KFCEH0501N05B 18-60 002-006 001-002 002-006 19-61 18-60 24---61 18-61 19-61 344631---101

2 KFCEH0801N08B 18-60 002-006 001-003 002-006 19-61 18-60 24---61 18-61 19-61 344599---101
2 KFCEH0901N10B 18-60 002-006 001-004 002-006 19-61 18-60 24---61 18-61 19-61 344599---101

6 KFCEH1601315B 42-60 002-006 001-004 002-006 43-61 18-60 48---61 18-61 19-61 344635---101
7 KFCEH2001318B 42-60 003-006 001-004 002-006 43-61 42-60 48---61 42-61 37-61 344632---101

1 KFCEH2401C05B 18-60 002-006 001-002 002-006 19-61 18-60 24---61 18-61 19-61 344631---101
2 KFCEH2501C08B 18-60 002-006 001-003 002-006 19-61 18-60 24---61 18-61 19-61 344599---101

2 KFCEH2601C10B 18-60 002-006 001-004 002-006 19-61 18-60 24---61 18-61 19-61 344599---101
3 KFCEH2901N09B 36-60 002-006 003-004 002-006 37-61 36-60 36---61 36-60 31-61 344634---101

4 KFCEH3001F15B 24-60 002-006 001-004 002-006 25-61 24-60 24---61 24-61 19-61 344597---101
4 KFCEH3101C15B 24-60 002-006 001-004 002-006 25-61 24-60 24---61 24-61 19-61 344597---101

5 KFCEH3201F20B 30-60 002-006 002-004 002-006 31-61 30-60 36---61 30-61 19-61 344598---101
5 KFCEH3301C20B 30-60 002-006 002-004 002-006 31-61 30-60 36---61 30-61 19-61 344598---101

8,9 KFCEH3401F24B 48,60 004-006 003-004 005-006 49-61 48-60 48---61 48-61 49-61 344633---101,
344636---101

8,9 KFCEH3501F30B 48,60 004-006 003-004 005-006 49-61 48-60 48---61 48-61 49-61 344633---101
344636---101

FAN COIL WITH RBC X---13 MOTOR OR BROAD OCEAN DIGI MOTOR
FIG. FACTORY-INSTALLED HEATER MODEL FB4C FX4D FZ4A LABEL

11 MKFCEH0501N05B 18,24 19,25 -- 344637-101

10 MKFCEH0801N08B 18,30 31 --
344624-101

10 MKFCEH0901N10B 24-48 37-61 --

12 MKFCEH1501F15B 36-60 61 -- 344623-101

32 MKFCEH0501N05B -- -- 24 344771-101

30
MKFCEH0801N08B -- --

36,48 344772-101
MKFCEH0901N10B -- --

31 MKFCEH1501F15B -- -- 60,61 344773-101

FAN COIL WITH COOLING ONLY CONTROL
FIG. MODEL SIZE LABEL

13 FV4C 002-006 326014-101

14 FE4A / FE5A 002-006 333107-101

15 FY5B / PF4MNA 18-60 328964-101

15 FH4C 001-004 328964-101

16 FB4C / FX4D / PF4MNP (RBC) 18-61 336228-101

16 PF4MNA/B 19,25,31,37,43,49,61 336228-101

17 FB4C / FX4D / PF4MNP (BOM) 18-61 337519-101

33 FZ4A 24-61 342415-101
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50 HZ EXPORT FAN COILS

FIG. MODEL SIZE LABEL

34 FB4(C/Q)SL (Regal Beloit motor) 018-060 336228-101

35 FB4(C/Q)SL (Broad Ocean motor) 018-060 337519-101

ELECTRIC HEATERS
FIG. HEATER MODEL FF1E LABEL

18 KFDEH0801D05A 18,24,30,36 341080-101

19 KFDEH0901D75A 18,24,30,36 341081-101

19 KFDEH1001D11A 18,24,30,36 341081-101

20 KFEEH0101D05A 19,25,31,37 341082-101

21 KFEEH0201D75A 19,25,31,37 341083-101

21 KFEEH0301D11A 19,25,31,37 341083-101

FIG. HEATER MODEL CONTROL TYPE FFMA / FMA4 LABEL

22 EHK2-05B Sequencer - HS 18,24,30,36
Prior to serial number
date code 1715V.

202070290385

22 EHK2-08B Sequencer - HS 18,24,30,36
Prior to serial number
date code 1715V.

202070290385

22 EHK2-10B Sequencer - HS 18,24,30,36
Prior to serial number
date code 1715V.

202070290385

23 18-37
Serial number date

code 1715V and later.

2020702A717

24 EHK205B Relay - HR 18-37 06-7094-07

24 EHK208B Relay - HR 18-37 06-7094-07

24 EHK210B Relay - HR 18-37 06-7094-07

FIG. FFMA LABEL

25 19,31 --

26 25,37 --

FIG. FPM(A,B)N(C,U) LABEL

27 ALL with Time Delay Relay 202070290388
Valid for models FPM(A,B)N(C,U)0**000AAAA

28 ALL with Time Delay Board 2020702A1716
Valid for models FPM(A,B)N(C,U)T00ACAA

FIG. HEATER MODEL FPMAN(C,U) FPMBN(C,U) FMC4 / FMU4 LABEL

29 EHK305B 18-36 18-30 18-36 06-7094-04

29 EHK308B 18-36 18-30 18-36 06-7094-04

29 EHK310B 18-36 18-30 18-36 06-7094-04
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PLUG 2

RELAY 1 HEAT STRIP--1 RELAY 1

1 SCHEMATIC DIAGRAM

NOTES:

1. Use Copper Wire (75ºc Min) Only Between Disconnect
Switch And Unit.

2. To Be Wired In Accordance With N.E.C. And Local Codes.
3. If Any Of The Original Wire, As Supplied, Must Be Replaced,

Use The Same Or Equivalent Type Wire.

FIELD POWER WIRING
GROUND

SEE RATING PLATE FOR VOLTS & HERTZ

DISCONNECT PER NEC
SEE NOTE #1

COMPONENT ARRANGEMENT

YEL BLKBLU

9 11 7 3 2

RELAY 1
22 VDC COIL

REC

LEGEND
DD
GND
HTR
REC
TDR

DUAL DEVICE LIMIT
EQUIPMENT GROUND

HEATER
RECITFIER
TIME DELAY RECITIFER

FIELD POWER WIRING

MARKED TERMINAL

PLUG AND RECEPTACLE

CB
FU

CIRCUIT BREAKER
LINE FUSE

344631--101 REV.A

YEL

VIOORN

3 Kw & 5Kw HEATER VA: 1.75

BLK

HTR1

DD1

OR

CB CB

OROR

D
IS
C

OR

D
IS
C

6 8
BLK

4 2

L1

L1
L2

L2

DD1

Fig. 1 -- Heaters KFCEH0401N03B / KFCEH0501N05B / KFCEH2401C05B
A190003

NOTES: LEGEND

PLUG 2

1 SCHEMATIC DIAGRAM

1. Use Copper Wire (75ºc Min) Only Between Disconnect Switch And Unit.

2. To Be Wired In Accordance With N.E.C. And Local Codes.

3. If Any Of The Original Wire, As Supplied, Must Be Replaced, Use The

Same Or Equivalent Type Wire.

4. Red Wire / White Stripe To QC1A, BLK Wire / White Stripe To QC2A.

5. Use 60 Amp class K Fuses Only, For Replacement.

FIELD POWER WIRING GROUND

SEE RATING PLATE FOR VOLTS & HERTZ

DISCONNECT PER NEC

SEE NOTE #1

COMPONENT ARRANGEMENT

YEL BLKBLU

9 11 7 3 2

DD
GND
HTR
REC
TDR

DUAL DEVICE LIMIT
EQUIPMENT GROUND

HEATER
RECITFIER
TIME DELAY RECITIFER

FIELD POWER WIRING

MARKED TERMINAL

PLUG AND RECEPTACLE

CB
FU

CIRCUIT BREAKER
LINE FUSE

344599--101 REV.A

8 Kw & 10 Kw HEATER VA: 3.5

OR

CB CB

OROR

D
IS
C

OR

D
IS
C

HTR1 HTR2

DD1 DD2

RELAY 1
22 VDC COIL

REC

RELAY 2
22 VDC COIL

VIOORN

BLK/WHT

RED/WHT

SEE NOTE #4

L1

L1

L2

L2

RELAY 2 HEAT STRIP--2 RELAY 2

6 8 4 2YEL

DD2

BLK
BLK

RELAY 1 HEAT STRIP--1 RELAY 1

6 8 4 2

DD1

BLK

YEL BLK

A190004

Fig. 2 -- Heaters KFCEH0801N08B / KFCEH0901N10B / KFCEH2501C08B / KFCEH2601C10B



4

DD
REC

DUAL DEVICE LIMIT
RECITFIER

BLK

YEL

PLUG 2

6 8

RELAY 3

BLK

HEAT STRIP--3 RELAY 3

RELAY 2

BLK

HEAT STRIP--2 RELAY 2

RELAY 1

BLK

HEAT STRIP--1 RELAY 1

SCHEMATIC DIAGRAM

L2

NOTES:
1. Use Copper Wire (75ºc Min) Only Between Disconnect Switch And Unit.
2. To Be Wired In Accordance With Nec And Local Codes.
3. If Any Of The Original Wire, As Supplied, Must Be Replaced, Use The
Same Or Equivalent Type Wire.

4. Red Wire / White Stripe To QC1A, BLK Wire / White Stripe To QC2A.
5. Use 60 Amp class K Fuses Only, For Replacement.

FIELD POWER WIRING

GROUND

SEE RATING PLATE FOR VOLTS & HERTZ DISCONNECT PER NEC

SEE NOTE #1

L3L1

COMPONENT ARRANGEMENT

HTR1 HTR3 HTR2

YEL

BLK

BLU

9 11 7 3 2

RELAY 1
22 VDC COIL

REC

6 4

LEGEND

GND
HTR
IDR

EQUIPMENT GROUND
HEATER
IDENTIFIER RESISTOR

FIELD POWER WIRING

MARKED TERMINAL

PLUG AND RECEPTACLE

344634--101 REV.A

BLK

VIOORN

9 Kw HEATER VA: 5.25

BLU

BLU

BLK

DD1 DD3 DD2

BRNRED

RELAY 2
22 VDC COIL

REC

RELAY 3
22 VDC COIL

5 8

IDR

BLU

ORN ORN

1 / 3 FIELD CONVERTIBLE

BLK/WHT

RED/WHT

SEE NOTE #4

FOR 3 PHASE WIRING
 Denotes wire to be moved for 3 phase conversion.

Dashed wire (-- -- -- ) indicates wiring after conversion.
1. Disconnect BLUE wire from Relay 1 Terminal 6, cut, strip,
and connect to field wire L3.

2. Disconnect YELLOW wire from Relay 3 Terminal 6, and
connect to Relay 1 Terminal 6.

3. Disconnect BLUE wire from Relay 3 Terminal 2, and
connect to Relay 3 Terminal 6.

BLU

YEL

BLU

YEL

YEL

6 8

6 8

4 2

4 2

4 2

DD3

DD2

DD1

BLU

A190005

Fig. 3 -- Heater KFCEH2901N09B

RELAY 3 HEAT STRIP--2 RELAY 3

6 8
BLK

4 2YEL

DD2

BLK

NOTES: LEGEND

GND

OROR

BRNRED

RELAY 2
22 VDC COIL

TDR

RELAY 3
22 VDC COIL

BLK/WHT

RED/WHT

SEE NOTE #4

HTR1 HTR3 HTR2

DD1 DD3 DD2

BLK

YEL

YEL

PLUG 2

1 SCHEMATIC DIAGRAM

FIELD POWER WIRING
SEE RATING PLATE FOR VOLTS & HERTZ

DISCONNECT PER NEC
SEE NOTE #1

COMPONENT ARRANGEMENT

BLK

BLU

9 11 7 3 2 6 4

344597--101 REV.A

YEL

RELAY 1
22 VDC COIL

REC

VIOORN

15 Kw HEATER VA: 5.25

F
U
1

F
U
3 CB1 CB2

YEL

L2

F
U
4

F
U
2CB2 CB1

BLK

5 8

IDR

GRY GRY

YEL

1. Use Copper Wire (75ºc Min) Only Between Disconnect Switch And Unit.

2. To Be Wired In Accordance With Nec And Local Codes.

3. If Any Of The Original Wire, As Supplied, Must Be Replaced, Use The

Same Or Equivalent Type Wire.

4. Red Wire / White Stripe To QC1A, BLK Wire / White Stripe To QC2A.

5. Use 60 Amp class K Fuses Only, For Replacement.

6. IDR May Not Be Present In Some Applications.

7. 1 Phase Heaters Are Shown Wired For Single Supply Circuit.

IDR
REC
TDR

IDENTIFIER RESISTOR
RECITFIER
TIME DELAY RECITIFER

FIELD POWER WIRING

MARKED TERMINAL

PLUG AND RECEPTACLE

CB
FU

CIRCUIT BREAKER
LINE FUSE

GND
DD
HTR

EQUIPMENT GROUND
DUAL DEVICE LIMIT
HEATER

L4L2L4L3L1L3L1

RELAY 2 HEAT STRIP--1 RELAY 2

6 8
BLK

4 2

DD1

BLK

RELAY 1 HEAT STRIP--3 RELAY 1

6 8
BLK

4 2

DD3

BLK

A190006

Fig. 4 -- Heaters KFCEH3001F15B / FCEH3101C15B
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NOTES:
LEGEND

8 5

BLKYEL

PLUG 2

HEAT STRIP--4 RELAY 1

1 SCHEMATIC DIAGRAM

FIELD POWER WIRING

GND

SEE RATING PLATE FOR VOLTS & HERTZ
DISCONNECT PER NEC

SEE NOTE #1

COMPONENT ARRANGEMENT

YEL

BLK

BLU

9 11 7 3 2

RELAY 1
22 VDC COIL

REC

6 1 4

BRN

BRNRED
RELAY 3

22 VDC COIL

GRY

REC

HTR
IDR
LS
REC
TDR

HEATER
IDENTIFIER RESISTOR
LIMIT SWITCH
RECITFIER
TIME DELAY RECITIFER

344598--101 REV.A

YEL

VIOORN

20 Kw HEATER VA: 7

BLK

F
U
1 CB1 CB2

F
U
4

F
U
2CB2 CB1

BLK

H
TR
4

DD
FU
GND

DUAL DEVICE LIMIT
LINE FUSE

EQUIPMENT GROUND

IDR

BLU BLU

RELAY 2
22 VDC COIL

TDR

RELAY 4
22 VDC COIL

BLK/WHT

RED/WHT

SEE NOTE #4

OROR

RELAY 1

6 8
LS4

4 2

L1 L3L1 L2L4 L2L4

1. Use Copper Wire (75ºc Min) Only Between Disconnect Switch And Unit.

2. To Be Wired In Accordance With Nec And Local Codes.

3. If Any Of The Original Wire, As Supplied, Must Be Replaced, Use The

Same Or Equivalent Type Wire.

4. Red Wire / White Stripe To QC1A, BLK Wire / White Stripe To QC2A.

5. Use 60 Amp class K Fuses Only, For Replacement.

6. IDR May Not Be Present In Some Applications.

7. 1 Phase Heaters Are Shown Wired For Single Supply Circuit.

FIELD POWER WIRING

MARKED TERMINAL

PLUG AND RECEPTACLE

CB
GND
BU

CIRCUIT BREAKER
EQUIPMENT GROUND
BACK UP LIMIT

4 26 8

RELAY 3 LS3 HEAT STRIP--3 RELAY 3
YEL BLK

BU3

RELAY 2RELAY 2

6 8

HEAT STRIP--2

4 2YEL BLK

DD2

YEL

RELAY 4RELAY 4

6 8

HEAT STRIP--1

4 2 BLK

DD1

BU4

BU 3
& 4

DD1

HTR1

LS 3
& 4

DD2

HTR2HTR3

F
U
3

YEL

L3

A190007

Fig. 5 -- Heaters KFCEH3201F20B / KFCEH3301C20B

NOTES: LEGEND

YEL

PLUG 2

RELAY 3 HEAT STRIP--3 RELAY 3

BLK

RELAY 2 HEAT STRIP--2 RELAY 2
BLU

RELAY 1 HEAT STRIP--1 RELAY 1
BLK

3 SCHEMATIC DIAGRAM

1. Use Copper Wire (75ºc Min) Only Between Disconnect Switch And Unit.

2. To Be Wired In Accordance With Nec And Local Codes.

3. If Any Of The Original Wire, As Supplied, Must Be Replaced, Use The

Same Or Equivalent Type Wire.

4. Red Wire / White Stripe To QC1A, BLK Wire / White Stripe To QC2A.

FIELD POWER WIRING

GND

SEE RATING PLATE FOR VOLTS & HERTZ

DISCONNECT PER NECSEE NOTE #1

COMPONENT ARRANGEMENT

BLU

9 11 7 3 2

RELAY 1
22 VDC COIL

REC

6 4

BRNRED

RELAY 2
22 VDC COIL

TDR

FIELD POWER WIRING

MARKED TERMINAL

PLUG AND RECEPTACLE

344635--101 REV.A

BLU BLK

VIOORN

15 Kw HEATER VA: 5.25

BLU

YEL

YEL
BLK

HTR1 HTR3 HTR2

DD1 DD2DD3

RELAY 3
22 VDC COIL

BLK/WHT

RED/WHT

SEE NOTE #4

L1

6 8
BLK

4 2

L2

6 8
BLK

4 2

L3

6 8
BLK

4 2

GND
HVTB
HTR
REC
TDR
DD

EQUIPMENT GROUND
HIGH VOLTAGE TERM. BLOCK
HEATER
RECITFIER
TIME DELAY RECITIFER
DUAL DEVICE LIMIT

DD3

DD2

DD1

A190008

Fig. 6 -- Heater KFCEH1601315B



6

NOTES: LEGEND

RELAY 2
22 VDC COIL

TDR

RELAY 5
22 VDC COIL

BLK/WHT

RED/WHT

SEE NOTE #4

YEL

YEL

PLUG 2

RELAY 6 LS6 HEAT STRIP--6 RELAY 6

RELAY 3
LS5 HEAT STRIP--5 RELAY 3

RELAY 4 LS2 RELAY 4

RELAY 1 LS1 HEAT STRIP--1 RELAY 1

RELAY 5 LS4 HEAT STRIP--4 RELAY 5

3 SCHEMATIC DIAGRAM

L2

1. Use Copper Wire (75ºc Min) Only Between Disconnect Switch And Unit.

2. To Be Wired In Accordance With Nec And Local Codes.

3. If Any Of The Original Wire, As Supplied, Must Be Replaced, Use The

Same Or Equivalent Type Wire.

4. Red Wire / White Stripe To QC1A, BLK Wire / White Stripe To QC2A.

FIELD POWER WIRING

HVTBGROUND

SEE RATING PLATE FOR VOLTS & HERTZ

DISCONNECT PER NEC

SEE NOTE #1

L3L1

RELAY 2 LS3 HEAT STRIP--3 RELAY 2

YEL
BLK

BLU

9 11 7 3 2

RELAY 1
22 VDC COIL

REC

6 1 4

BRN

BRNRED
RELAY 3

22 VDC COIL

GRY

TDR

GND
HVTB
HTR
LS
REC
TDR
BU

EQUIPMENT GROUND
HIGH VOLTAGE TERM. BLOCK
HEATER
LIMIT SWITCH
RECITFIER
TIME DELAY RECITIFER
BACK UP LIMIT

FIELD POWER WIRING

MARKED TERMINAL

PLUG AND RECEPTACLE

344632--101 REV.A

BLU

BLK

VIOORN

BLU

18 Kw HEATER VA: 10.5

YEL

YEL

YEL

BLU

BLU

BLK

BLK

BLK

BLK

BLU

RELAY 6
22 VDC COIL

BLK/WHT

RED/WHT

SEE NOTE #4

RELAY 4
22 VDC COIL

BLK/WHT

RED/WHT

SEE NOTE #4

6 8
BLK

4 2

6 8
BLK

4 2

6 8
BLK

4 2

6 8
BLK

4 2

6 8
BLK

4 2

6 8
BLK

4 2

HEAT STRIP--2

BU1

BU2

BU3

BU3

BU2

BU1

LS 2

& 5

LS 4

& 3
LS 1

& 6

COMPONENT ARRANGEMENT

HTR1 HTR4 HTR3 HTR2

HTR6 HTR5

BU1 BU2

BU3

A190009

Fig. 7 -- Heater KFCEH2001318B

NOTES:
LEGEND

RELAY 2
22 VDC COIL

TDR

RELAY 5
22 VDC COIL

BLK/WHT

RED/WHT

SEE NOTE #4

RELAY 1
22 VDC COIL

REC

BRN

BRNRED
RELAY 3

22 VDC COIL

GRY

TDR

VIOORN

RELAY 6
22 VDC COIL

BLK/WHT

RED/WHT

SEE NOTE #4

RELAY 4
22 VDC COIL

BLK/WHT

RED/WHT

SEE NOTE #4

PLUG 2

3 SCHEMATIC DIAGRAM

FIELD POWER WIRING

HVTB

GROUND

SEE RATING PLATE FOR VOLTS & HERTZ

DISCONNECT PER NEC
SEE NOTE #1

WHT or PNK

IDR

WHT or PNK

9 11 7 5 8 3 2 6 1 4

344636--101 REV.A

24Kw & 30 Kw HEATER VA: 10.5

FU
GND

BU

LINE FUSE

EQUIPMENT GROUND
BACK UP LIMIT

FIELD POWER WIRING

MARKED TERMINAL

PLUG AND RECEPTACLE

HVTB
HTR
IDR
LS
REC
TDR

HIGH VOLTAGE TERM. BLOCK
HEATER
IDENTIFIER RESISTOR
LIMIT SWITCH
RECITFIER
TIME DELAY RECITIFER

1. Use Copper Wire (75ºc Min) Only Between Disconnect Switch And Unit.

2. To Be Wired In Accordance With Nec And Local Codes.

3. If Any Of The Original Wire, As Supplied, Must Be Replaced, Use The

Same Or Equivalent Type Wire.

4. Red Wire / White Stripe To QC1A, BLK Wire / White Stripe To QC2A.

5. Use 60 Amp class K Fuses Only, For Replacement.

6. IDR May Not Be Present In Some Applications.

7. 1 Phase Heaters Are Shown Wired For Single Supply Circuit.

L2

YEL
BLK

6 8
BLK

4 2

6 8
BLK

4 2

YEL

YEL
RELAY 6 LS6 HEAT STRIP--6 RELAY 6

BLK
FU5 FU6

YEL

RELAY 3 LS5 HEAT STRIP--5 RELAY 3

BLK

RELAY 4 LS2 HEAT STRIP--2 RELAY 4

FU1 FU2

RELAY 1
LS1 HEAT STRIP--1 RELAY 1

RELAY 5 LS4 HEAT STRIP--4 RELAY 5

FU3 FU4

RELAY 2
LS3 HEAT STRIP--3 RELAY 2

YEL BLKBLU

BLK

L1 L3

6 8
BLK

4 2

YEL

BLK

BLK

YEL

YEL BLK
6 8

BLK
4 2

YEL BLK
6 8

BLK
4 2

YEL BLK
6 8

BLK
4 2

BLK

YEL

BU1

BU2

BU3

BU3

BU2

BU1

LS 2

& 5

LS 4

& 3
LS 1

& 6

COMPONENT ARRANGEMENT

HTR1 HTR4 HTR3 HTR2

HTR6 HTR5

BU1 BU2

BU3

A190011

Fig. 8 -- Heaters KFCEH3401F24B / KFCEH3501F30B
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YEL BLK
6 8

BLK
4 2

6 8
BLK

YEL

PLUG 2

YEL

RELAY 6 LS6 HEAT STRIP--6

FU5 FU6

YEL

RELAY 3 LS5 HEAT STRIP--5

FU2

RELAY 5 LS4 HEAT STRIP--4 RELAY 5

FU3

1 SCHEMATIC DIAGRAM

LS 2

& 5

LS 4

& 3
LS 1

& 6

FIELD POWER WIRING

HVTBGROUND

SEE RATING PLATE FOR VOLTS & HERTZ

DISCONNECT PER NECSEE NOTE #1

COMPONENT ARRANGEMENT

HTR1 HTR4 HTR3 HTR2

HTR6 HTR5

FU4

RELAY 2
LS3 HEAT STRIP--3

YEL BLKBLU

9 11 7 6 1 4

FU
GND
HVTB
HTR
BU

LINE FUSE
EQUIPMENT GROUND
HIGH VOLTAGE TERM. BLOCK
HEATER
BACK UP LIMIT

344633--101 REV.A

BLK

BLK

24Kw & 30 Kw HEATER VA: 10.5

RELAY 2
22 VDC COIL

TDR

RELAY 5
22 VDC COIL

BLK/WHT

RED/WHT

SEE NOTE #4

BRN

BRNRED
RELAY 3

22 VDC COIL

GRY

TDR

RELAY 6
22 VDC COIL

BLK/WHT

RED/WHT

SEE NOTE #4

3 2

RELAY 1
22 VDC COIL

REC

VIOORN

RELAY 4
22 VDC COIL

BLK/WHT

RED/WHT

SEE NOTE #4

5 8

WHT or PNK

IDR

WHT or PNK

NOTES: LEGEND

L1 L2

6 8
BLK

4 2

RELAY 6

BLK

RELAY 3

BLK
4 2

FIELD POWER WIRING

MARKED TERMINAL

PLUG AND RECEPTACLE

IDR
LS
REC
TDR

IDENTIFIER RESISTOR
LIMIT SWITCH
RECITFIER
TIME DELAY RECITIFER

1. Use Copper Wire (75ºc Min) Only Between Disconnect Switch And Unit.

2. To Be Wired In Accordance With Nec And Local Codes.

3. If Any Of The Original Wire, As Supplied, Must Be Replaced, Use The

Same Or Equivalent Type Wire.

4. Red Wire / White Stripe To QC1A, BLK Wire / White Stripe To QC2A.

5. Use 60 Amp class K Fuses Only, For Replacement.

6. IDR May Not Be Present In Some Applications.

7. 1 Phase Heaters Are Shown Wired For Single Supply Circuit.
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YEL

YEL BLK
6 8

BLK
4
RELAY 2
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BU3
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RELAY 4 LS2 HEAT STRIP--2 RELAY 4
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YEL
YEL BLK

6 8
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4 2

YEL BLK
6 8

BLK
4 2

BU2

BU1

BU1 BU2

BU3

A190010

Fig. 9 -- Heaters KFCEH3401F24B / KFCEH3501F30B
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A190013

Fig. 10 -- FB4C, FX4D -- Heaters MKFCEH0801N08B / MKFCEH0901N10B
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A190015

Fig. 11 -- FB4C, FX4D -- Heater MKFCEH0501N05B
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23

HTR1 HTR3 HTR2

DD1 DD3 DD2

THIS COMPARTMENT MUST BE CLOSED EXCEPT FOR SERVICING

BLOWER MOTOR
ROTATION

1 SCHEMATIC DIAGRAM

CAUTION:

ATTENTION:
NOT SUITABLE FOR USE ON SYSTEMS EXCEEDING 150V TO GROUND

NE CONVIENT PAS AUX INSTALLATIONS DE PLUS DE 150V ALA TERRE

.50”
DIE CUT
1” X 1/2”
AS SHOWN

.50”
DIE CUT
1” X 1/2”

AS SHOWN

COM

208 V
230 V
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24 V

BRN
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85 16
4
4

RECP

PLUG
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W
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BRN

C R

WHT

G

G
R
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BLU

VIO

208 V 230
V

C
O
M

TRAN

YEL

W
THERMOSTAT
CONNECTION

1. Use copper wire (75ºC min.) only between disconnect switch and unit.
2. To be wired in accordance with N.E.C. and local codes.
3. If any of the original wire, as supplied, must be replaced, use the same or equivalent type wire.
4. Replace low voltage fuse with no greater than 5 amp fuse.
5. To change speed tap, move blue wire to desired terminal.
6. Smaller heaters will have fewer components.
7. Connect R to R, G to G, etc., see outdoor instruction for details.
8. See airflow tables for tap usage.
9. Red Wire/WHT Stripe to QC1A, BLK Wire/WHT Stripe to QC2A.
10. N.E.C. class 2, 24 volts.

SPEED TAP
SELECTION

LOW
MEDIUM
HIGH
ELEC HEAT
SEE NOTE 8

1
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5

S
E
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T
E
#
5

GRN/YEL

WHT

FUSE B
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R
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D
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BR
N
24V

BLK
208/230V

G
R
N
/YEL
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MOTOR CONNECTOR
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N
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T

344623--101 REV.A

NOTES:

LEGEND

CB
COM
F
FM
FU
GND
HTR
R
REC
SPT
TRAN
TDR
DD

CIRCUIT BREAKER
COMMON LOW VOLTAGE
FUSE
FAN MOTOR
LINE FUSE
EQUIPMENT GROUND
HEATER
RELAY
RECTIFIER
FAN SPEED TAP LOCATION
TRANSFORMER
TIME DELAY RECTIFIER
DUAL DEVICE LIMIT

FIELD POWER WIRING
MARKED TERMINAL
PLUG AND RECEPTACLE
UNMARKED TERMINAL

COMPONENT ARRANGEMENT

GND

GND

OROR

BRNRED

RELAY 2
22 VDC COIL

TDR

RELAY 3
22 VDC COIL

BLK/WHT
RED/WHT

SEE NOTE #9

BLK

FIELD POWER WIRING
SEE RATING PLATE FOR VOLTS & HERTZ

DISCONNECT PER NECSEE NOTE #1

BLK

BLU

RELAY 1
22 VDC COIL

REC

VIOORN

15 Kw HEATER VA: 5.25

CB1 CB2

F
U
4
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U
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YEL
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BLK
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SPEED TAP
SELECTON
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DD2
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RELAY 2 HEAT STRIP--1 RELAY 2
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BLK 4 2
DD1
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RELAY 1 HEAT STRIP--3 RELAY 1
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BLK 4 2

DD3

BLK

A190012

Fig. 12 -- FB4C, FX4D -- Heater MKFCEH1501F15B
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A07029

Fig. 13 -- FV4C with Cooling Only Control
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THIS COMPARTMENT MUST BE CLOSED EXCEPT FOR SERVICING CAUTION: ATTENTION:
NOT SUITABLE FOR USE 
ON SYSTEMS EXCEEDING
150V TO GROUND

NE CONVIENT PAS AUX 
INSTALLATIONS DE PLUS DE
150 V A LA TERRE

BLOWER MOTOR
ROTATION

LEGEND

COOLING CONTROL ONLY

7
9
9

11 7
11 3 2 6 1

23 16
4
4

RE
CP

 3

NOTES:

333107-101 REV. B

SY
ST

EM
 C

OM
M

.

COMPONENT ARRANGEMENT

PLUG 2

RECP 2

FIELD POWER WIRING DISCONNECT PER NECSEE RATING PLATE
FOR VOLTS & HERTZ

GND L2L1
SEE NOTE #1

YEL

YEL

GND
24

 V

230 V
BRN

RED

5
4
3
2
1

4 3 2 1

SEC1SEC2
PCB

BRN
RED
VIO
BLU
BLU

BLK

A
B

C
D

O
A

T

F

COM

PLUG 1

8 5

BLU BLU BRN VIO RED
BRN

PLUG 5

NO
N-

CO
M

M
UN

IC
AT

IN
G

 O
UT

DO
OR

 U
NI

T

BLK

RED
TR

AN

ECM

ECM

PCB

208 V 24 V

230 V BRN

REDCOM

TRAN

U
S
E

RE
D

GR
NYE

L
BL

U

1.  Use Copper Wire (75ºC Min) Only Between
     Disconnect Switch And Unit.
2.  To Be Wired In Accordance With N.E.C.
      And Local Codes.
3.  If Any Of The Original Wire, As Supplied,
     Must Be Replaced, Use The Same Or
     Equivalent Type Wire.
4.  Replace Low Voltage Fuse With No
     Greater Than 5 Amp Fuse.
5.  For Use With Communicating Thermostat 
     Only, Connect A To A, B To B, Etc.
6.  Communicating Outdoor Units Connect
     A To A, B To B, Etc.
7.  Non - Communicating Outdoor Units 
     Connect R To R, Y To Y, Etc.

SYSTEM TRANSFORMER: 40.0 VA
FAN COIL:  4.0 VA

REMAINING VA AVAILABLE: 36.0 VA

STATUS

COMM

MOTOR

TROUBLE SHOOTING INFORMATION:
MOTOR LED MOTOR FAULT / ACTION

OFF
OFF
ON (FLASHING)
ON (FLASHING)

F NOT RUNNING
RUNNING
NOT RUNNING
RUNNING

NONE - CHECK STATUS LED
MOTOR
MOTOR / HARNESS
NONE

STATUS LED FAULT / ACTION
ON
OFF
16
OTHER

NONE - STANDBY MODE
NO LOW VOLTAGE OR CONTROL - CHECK POWER AND FUSE
NO SYSTEM COMMUNICATIONS - CHECK WIRING
REFER TO SERVICE SCREENS ON USER INTERFACE OR THE
FAN COIL TROUBLESHOOTING GUIDE

4321

BLUYEL

RED GRN

W
R

C
H

U
M

O
G

CL5
OPN
COM

YRE
CP

 4

FIELD POWER WIRING
MARKED TERMINAL
PLUG AND RECEPTACLE
COMMON
EQUIPMENT GROUND
FAN MOTOR
OUTDOOR AIR THERMISTOR
PRINTED CIRCUIT BOARD
RECEPTACLE
TRANSFORMER

COM
GND
ECM
OAT
PCB
RECP
TRAN

PLUG 3
1 2 3 4 5

GRN/YEL
GND

BLK

YEL

A12363

Fig. 14 -- FE4A / FE5A with Cooling Only Control
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328964-101 REV. A

1. Use Copper Wire (75ºC Min) Only
    Between Disconnect Switch And Unit.
2.  To Be Wired In Accordance With NEC
     And Local Codes.
3.  If Any Of The Original Wire, As
     Supplied, Must Be Replaced, Use The
     Same Or Equivalent Type Wire.
4.  Replace Low Voltage Fuse With No
     Greater Than 5 Amp Fuse.
5.  (3) Speed Motor Shown Optional (2)
     Speed Motor Uses HI (BLK) And LOW
     (BLUE or RED).
6.  Connect R To R, G To G, Etc. See 
     Outdoor Instruction For Details.

NOTES

A07027

Fig. 15 -- FH4C / FY5B / PF4MNA with Cooling Only Control
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336228-101 REV. A

1. Use Copper Wire (75ºC Min) Only Between Disconnect Switch And
     Unit.
2. To Be Wired In Accordance With NEC And Local Codes.
3.  If Any Of The Original Wire, As Supplied, Must Be Replaced.  Use
     The Same Or Equivalent Type Wire.
4.  Replace Low Voltage Fuse With No Greater Than 5 Amp Fuse.
5.  Connect R To R, G To G, Etc. See Outdoor Instruction For Details.
6.  To change speed tap, move blue wire to desired terminal.
7.  See airflow tables for tap usage.

NOTES

BRN - C
BLK - L
YEL - N

GRN/YEL - GND

BLU - 2

9
9

7
7

4
4

3
3

2
2

6
6

1
1

THIS COMPARTMENT MUST BE CLOSED EXCEPT FOR SERVICING
BLOWER MOTOR

ROTATION

COOLING CONTROL ONLY
FIELD POWER WIRING

PLUG

RECP

L1 GND

YEL
BLK

L2

DISCONNECT PER NECSEE RATING PLATE
FOR VOLTS & HERTZ

SEE NOTE #1

11

LEGEND

C
F
FM
GND
RECP
SPT
TRAN

COMMON
LOW VOLTAGE FUSE
FAN MOTOR
EQUIPMENT GROUND
RECEPTACLE
FAN SPEED TAP LOCATION
TRANSFORMER
UNMARKED TERMINAL
FIELD POWER WIRING
MARKED TERMINAL
PLUG AND RECEPTACLE

FM

GND

COMPONENT ARRANGEMENT

COM

208 V
230 V

24 V
TRAN

SYSTEM TRANSFORMER:  40.0 VA
FAN COIL:  5.0  VA

REMAINING VA  AVAILABLE:  35.0 VA

SPEED TAP
SELECTION

LOW
MEDIUM
HIGH
ELEC HEAT
SEE NOTE 7

1
2
3
4
5
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E
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O
TE

 #
6

EW
3
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2
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C R

WHT

G

G
R
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T
B

LU V
IO

BLU

208 V

23
0 

V
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M

TRAN

R
E

D

BRN

C L G N1 2 3 4 5
Speed Tap

Connections
Power

Connections
Motor Connections

BL
U 

BR
N
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K

G
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/Y
EL

YE
L

YEL

W
THERMOSTAT
CONNECTION

GRN/YEL

W
HT

 

WHT

FUSE

B
R

N

R
E

D

RESISTOR

11

WHT - 4

A12364

Fig. 16 -- FB4C / FX4D / PF4MNP (RBC) / PF4MNA/B with Cooling Only Control
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A12365

Fig. 17 -- FB4C / FX4D / PF4MNP (BOM) with Cooling Only Control
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A150114

Fig. 18 -- FF1E -- Heater KFDEH0801D05A
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A150115

Fig. 19 -- FF1E -- Heaters KFDEH0901D75A / KFDEH1001D11A



18

A150116

Fig. 20 -- FF1E -- Heater KFEEH0101D05A
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A150117

Fig. 21 -- FF1E -- Heaters KFEEH0201D75A / KFEEH0301D11A
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123456

H

H
M2M1

BLK

RED
GRN
WHT

1 3

2 4

5 6

123456

H H

M3

M1 M2

M4

WHT

FL

LSLS

FL

H H

M3

M1 M2

M4

H

H
M2M1

1 3

2 4

5 6DISC

202070290385

A13131

Fig. 22 -- FFMANP(018,024,030,036 and EHK2 Electric Heaters with Sequencers
NOTE: Representative for FFMANP(018,024,030,036) prior to serial number date code 1715V
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A150153

Fig. 23 -- FFMANP(018,024,030,036 with PCB Time Delay
NOTE: Representative for FFMANP(018,024,030,036) serial number date code 1715V and later.
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A190017

Fig. 24 -- EHK2 With Heater Relays
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COMPONENT ARRANGEMENT

NOT SUITABLE FOR USE ON SYSTEMS EXCEEDING 150V TO GROUND

NE CONVIENT PAS AUXINSTALLATIONS DE PLUS DE 150V ALA TERRE

CAUTION:

ATTENTION:

A14323

Fig. 25 -- FFMANP(019, 031)
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COMPONENT ARRANGEMENT

NOT SUITABLE FOR USE ON SYSTEMS EXCEEDING 150V TO GROUND

NE CONVIENT PAS AUXINSTALLATIONS DE PLUS DE 150V ALA TERRE

CAUTION:

ATTENTION:

A14324

Fig. 26 -- FFMANP(025, 037)
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SCHEMATIC DIAGRAM

COMPONENT ARRANGEMENT

NOT SUITABLE FOR USE ON SYSTEMS EXCEEDING 150V TO GROUND

NE CONVIENT PAS AUXINSTALLATIONS DE PLUS DE 150V ALA TERRE

CAUTION:

ATTENTION:SEE RATING PLATE FOR VOLTS&HERTZ

COMPONENT ARRANGEMENT

A14325

Fig. 27 -- FPM(A,B)N(U,C) with Time Delay Relay
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FM

SEE NOTE 4SEE NOTE 4

SCHEMATIC DIAGRAM

COMPONENT ARRANGEMENT

NOT SUITABLE FOR USE ON SYSTEMS EXCEEDING 150V TO GROUND

NE CONVIENT PAS AUXINSTALLATIONS DE PLUS DE 150V ALA TERRE

CAUTION:

ATTENTION:

FM

6
ET

O
N

EES
EES

ET
O

N
6

SEE NOTE 3SEE NOTE 3

FIELD POWER WIRINGFIELD POWER WIRING
SEE RATING PLATE FOR VOLTS&HERTZ

T
AT

S
O

M
R

E
H

T
O

T
O

T
T

AT
S

O
M

R
E

H
T

COMPONENT ARRANGEMENTSEE NOTE 1 AND NOTE 2SEE NOTE 1 AND NOTE 2

NOTES:
1: Use copper wire(75 min only between disconnect switch and unit, To be wired in accordance with N.E.C. and local codes.

.Cooling controls wiring not used with electric heaters.
2: If any of the original wire as supplied must be replaced,use the same or equivalent type wire.
3: Remove the red lead from 240V terminal and then connect the red lead to 208V terminal on the transformer for 208 volts.
4: Factory default fan speed is Medium,FM red wire connected to FR #4;For HI speed connect FM black wire to FR #4;For LOW speed connect
FM blue wire to FR #4,and FM red wire connected to FR #6 . Always connect the unused FM wire to the dummy terminal block.

5:
6:Connect R to R, G to G, etc. See outdoor or indoor instructions for details.
7:N.E.C.Class 2,24volts.

Fan coils equipped
with electric heater connect power supply to terminal block

TDB has a 90-100s off delay when G is de-energized.

NOTES:
1: Use copper wire(75 min only between disconnect switch and unit, To be wired in accordance with N.E.C. and local codes. Fan coils equipped
with electric heater connect power supply to terminal block.Cooling controls wiring not used with electric heaters.
2: If any of the original wire as supplied must be replaced,use the same or equivalent type wire.
3: Remove the red lead from 240V terminal and then connect the red lead to 208V terminal on the transformer for 208 volts.
4: Factory default fan speed is Medium,FM red wire connected to FR #4;For HI speed connect FM black wire to FR #4;For LOW speed connect
FM blue wire to FR #4,and FM red wire connected to FR #6 . Always connect the unused FM wire to the dummy terminal block.

5:
6:Connect R to R, G to G, etc. See outdoor or indoor instructions for details.
7:N.E.C.Class 2,24volts.

TDB has a 90-100s off delay when G is de-energized.

GRNPUR

ELECTRIC HEAT WIRING

CONNECTION (WHEN APPLIED)

SEE NOTE 5SEE NOTE 5

A170018

Fig. 28 -- FPM(A,B)N(C,U) with Time Delay Board
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ELECTRIC HEAT
COOLING CONTROLS
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RELAY
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RELAY
HTR HEATER

RED
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BLU
BLK/WHT
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BRN
BLK

BLK

BLK
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BLK/WHT
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YEL
WHT

BLK/WHT
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BRN

CAUTION:

ATTENTION:
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A190016

Fig. 29 -- EHK3 With Heater Relays
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23

THIS COMPARTMENT MUST BE CLOSED EXCEPT FOR SERVICING

BLOWER MOTOR
ROTATION

1 SCHEMATICDIAGRAM

CAUTION:

ATTENTION:

NOT SUITABLE FOR USE ON SYSTEMS EXCEEDING 150V TO GROUND

NE CONVIENT PASAUX INSTALLATIONS DE PLUS DE 150VALATERRE

.50”
DIE CUT
1” X 1/2”
AS SHOWN
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DIE CUT
1” X 1/2”
AS SHOWN
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230 V
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85 16
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4

RECP

PLUG

23
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C R
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208V 230
V
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TRAN

YEL

W

THERMOSTAT
CONNECTION

1. U se copper wire (75ºC min.) only betw een disconnect sw itch and unit.
2. To be w ired in accor dance with N.E.C. and local codes.
3. If any of the original wire, as supplied, must be r eplaced, use the same or equivalent type wire.
4. R eplace low voltage fuse w ith no gr eater than 5 amp fuse.
5. To change speed tap, move blue w ire to desir ed ter minal.
6. S maller heater s will have few er components.
7. C onnect R to R , G to G, etc., see outdoor instr uction for details.
8. S ee air flow tables for tap usage.
9. R ed Wire/WHT Stripe to QC 1A, BLK Wire/WHT Stripe to QC 2A.
10. N.E.C. class 2, 24 volts.

SPEED TAP
SELECTION

LOW
MEDIUM
HIGH
ELEC HEAT
SEE NOTE 8
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5
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E

#
5

GRN/YEL

WHT

FUSE B
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R
E
D

RESISTOR

BRN -- C
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YEL -- N

GRN/YEL -- GND

YEL -- 3
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WHT -- 4

CLGN12345
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N
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N
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BRN

C L G N

1 2 3 4 5

MOTOR CONNECTOR

344772--101 REV. –

NOTES:

LEGEND

CB
COM
F
FM
FU
GND
HTR
LS
R
REC
SPT
TRAN
DD

CIRCUIT BREAKER
COMMON LOW VOLTAGE
FUSE
FAN MOTOR
LINE FUSE
EQUIPMENT GROUND
HEATER
LIMIT SWITCH
RELAY
RECTIFIER
FAN SPEED TAP LOCATION
TRANSFORMER
DUAL DEVICE LIMIT

FIELD POWER WIRING
MARKED TERMINAL
PLUG AND RECEPTACLE
UNMARKED TERMINAL

COMPONENT ARRANGEMENT

GND

RELAY 1 DD1

HEAT STRIP--1

RELAY 1

FIELD POWER WIRING

SEE RATING PLATE FOR VOLTS & HERTZ

DISCONNECT PER NEC

SEE NOTE #1

YEL

8 Kw & 10 Kw HEATER VA: 3.5

OR
CB CB

OROR

D
IS
C OR

D
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C

HTR1 HTR2

LS1 LS2

RELAY 2 DD2 HEAT STRIP--2 RELAY 2

REC

VIOORN

6 8
BLK 4 2

L1 L1 L2L2

6 8
BLK 4 2

RESISTOR BRNYEL

YEL

YEL

BLU -- 2

BLU
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YEL BLK
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BLU
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RELAY 1
22 VDC COIL

RELAY 2
22 VDC COIL

BLK/WHT
SEE NOTE #9

RED/WHT
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YEL BLK

A190020

Fig. 30 -- FZ4A, 3 & 4 Ton, with MKFCEH 0801N08B / 0901N10B Heater
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23

HTR1 HTR3 HTR2

LS1 LS3 LS2

THIS COMPARTMENT MUST BE CLOSED EXCEPT FOR SERVICING

BLOWER MOTOR
ROTATION

1 SCHEMATICDIAGRAM

CAUTION:

ATTENTION:

NOT SUITABLE FOR USE ON SYSTEMS EXCEEDING 150V TO GROUND

NE CONVIENT PASAUX INSTALLATIONS DE PLUS DE 150VALA TERRE

DIE CUT
1” X 1/2”
AS SHOWN
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23

1. U se copper wire (75ºC min.) only betw een disconnect sw itch and unit.
2. To be w ired in accor dance with N.E.C. and local codes.
3. If any of the original wire, as supplied, must be replaced, use the same or equivalent type wire.
4. R eplace low voltage fuse with no gr eater than 5 amp fuse.
5. To change speed tap, move blue wire to desir ed ter minal.
6. S maller heater s will have fewer components.
7. C onnect R to R , G to G, etc., see outdoor instr uction for details.
8. S ee air flow tables for tap usage.
9. R ed Wire/WHT Stripe to QC 1A, BLK Wire/WHT Stripe to QC 2A.
10. N.E.C. class 2, 24 volts.

BRN -- C
BLK -- L
YEL -- N

GRN/YEL -- GND

YEL -- 3
FM

WHT -- 4

C L G N

1 2 3 4 5

MOTOR CONNECTOR

344773--101 REV. –

NOTES:
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FAN SPEED TAP LOCATION
TRANSFORMER
TIME DELAY RECTIFIER
DUAL DEVICE LIMIT

FIELD POWER WIRING
MARKED TERMINAL
PLUG AND RECEPTACLE
UNMARKED TERMINAL

COMPONENT ARRANGEMENT
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SEE NOTE #9
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SEE RATING PLATE FOR VOLTS & HERTZ

DISCONNECT PER NECSEE NOTE #1
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Fig. 31 -- FZ4A, 5 Ton, with MKFCEH1501F15B Heater
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1. U se copper wire (75ºC min.) only betw een disconnect sw itch and unit.
2. To be w ired in accor dance with N.E.C. and local codes.
3. If any of the original wire, as supplied, must be r eplaced, use the same orequivalent type wire.
4. R eplace low voltage fuse w ith no gr eater than 5 amp fuse.
5. To change speed tap, move blue w ire to desir ed ter minal.
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9. N .E.C. class 2, 24 volts.
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Fig. 32 -- FZ4A, 2 Ton, with MKFCEH0501N05B Heater
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1. Use Copper Wire (75ºC Min) Only Between Disconnect Switch And
     Unit.
2. To Be Wired In Accordance With NEC And Local Codes.
3.  If Any Of The Original Wire, As Supplied, Must Be Replaced.  Use
     The Same Or Equivalent Type Wire.
4.  Replace Low Voltage Fuse With No Greater Than 5 Amp Fuse.
5.  Connect R To R, G To G, Etc. See Outdoor Instruction For Details.
6.  To change speed tap, move blue wire to desired terminal.
7.  See airflow tables for tap usage.
8.  N.E.C. class 2, 24 volts.
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Fig. 33 -- FZ4A
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A170278

Fig. 34 -- FB4(C/Q)SL
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Fig. 35 -- FB4(C/Q)SL



34

Copyright 2019 CAC / BDP D 7310 W. Morris St. D Indianapolis, IN 46231 Edition Date: 01/19

Manufacturer reserves the right to change, at any time, specifications and designs without notice and without obligations.

Catalog No: WD---FANCOIL---09

Replaces: WD---FANCOIL---08



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /None
  /Binding /Left
  /CalGrayProfile (Dot Gain 20%)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Error
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.0000
  /ColorConversionStrategy /CMYK
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Apply
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 300
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages true
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth -1
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /DCTEncode
  /AutoFilterColorImages true
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /ColorImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 300
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages true
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth -1
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /DCTEncode
  /AutoFilterGrayImages true
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /GrayImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages true
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile ()
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /CreateJDFFile false
  /Description <<

    /BGR <>
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e9ad88d2891cf76845370524d53705237300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc9ad854c18cea76845370524d5370523786557406300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /CZE <>
    /DAN <>
    /DEU <>
    /ESP <>
    /ETI <>
    /FRA <>
    /GRE <>

    /HRV (Za stvaranje Adobe PDF dokumenata najpogodnijih za visokokvalitetni ispis prije tiskanja koristite ove postavke.  Stvoreni PDF dokumenti mogu se otvoriti Acrobat i Adobe Reader 5.0 i kasnijim verzijama.)
    /HUN <>
    /ITA <>
    /JPN <FEFF9ad854c18cea306a30d730ea30d730ec30b951fa529b7528002000410064006f0062006500200050004400460020658766f8306e4f5c6210306b4f7f75283057307e305930023053306e8a2d5b9a30674f5c62103055308c305f0020005000440046002030d530a130a430eb306f3001004100630072006f0062006100740020304a30883073002000410064006f00620065002000520065006100640065007200200035002e003000204ee5964d3067958b304f30533068304c3067304d307e305930023053306e8a2d5b9a306b306f30d530a930f330c8306e57cb30818fbc307f304c5fc59808306730593002>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020ace0d488c9c80020c2dcd5d80020c778c1c4c5d00020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /LTH <>
    /LVI <>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken die zijn geoptimaliseerd voor prepress-afdrukken van hoge kwaliteit. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /POL <>
    /PTB <>
    /RUM <>
    /RUS <>
    /SKY <>
    /SLV <>
    /SUO <>
    /SVE <>
    /TUR <>
    /UKR <>
    /ENU (Use these settings to create Adobe PDF documents best suited for high-quality prepress printing.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
  /Namespace [
    (Adobe)
    (Common)
    (1.0)
  ]
  /OtherNamespaces [
    <<
      /AsReaderSpreads false
      /CropImagesToFrames true
      /ErrorControl /WarnAndContinue
      /FlattenerIgnoreSpreadOverrides false
      /IncludeGuidesGrids false
      /IncludeNonPrinting false
      /IncludeSlug false
      /Namespace [
        (Adobe)
        (InDesign)
        (4.0)
      ]
      /OmitPlacedBitmaps false
      /OmitPlacedEPS false
      /OmitPlacedPDF false
      /SimulateOverprint /Legacy
    >>
    <<
      /AddBleedMarks false
      /AddColorBars false
      /AddCropMarks false
      /AddPageInfo false
      /AddRegMarks false
      /ConvertColors /ConvertToCMYK
      /DestinationProfileName ()
      /DestinationProfileSelector /DocumentCMYK
      /Downsample16BitImages true
      /FlattenerPreset <<
        /PresetSelector /MediumResolution
      >>
      /FormElements false
      /GenerateStructure false
      /IncludeBookmarks false
      /IncludeHyperlinks false
      /IncludeInteractive false
      /IncludeLayers false
      /IncludeProfiles false
      /MultimediaHandling /UseObjectSettings
      /Namespace [
        (Adobe)
        (CreativeSuite)
        (2.0)
      ]
      /PDFXOutputIntentProfileSelector /DocumentCMYK
      /PreserveEditing true
      /UntaggedCMYKHandling /LeaveUntagged
      /UntaggedRGBHandling /UseDocumentProfile
      /UseDocumentBleed false
    >>
  ]
>> setdistillerparams
<<
  /HWResolution [2400 2400]
  /PageSize [612.000 792.000]
>> setpagedevice


