
GB, GC, GP, GS, GT, GW, GZ
Residential Geothermal Heat Pumps

Wiring Diagrams

Fig. 1 – Wiring Diagram -- GB Series
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Fig. 2 – Wiring Diagram -- GB Series with Auxiliary Heat
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NOTE: Refer to KWCEH Install Manual for Electric Heat Wiring.
Fig. 3 – Connection Diagram -- GC Series
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NOTE: Refer to KWCEH Install Manual for Electric Heat Wiring.
Fig. 4 – Schematic Diagram -- GC Series
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Fig. 5 – Wiring Diagram -- GP Series
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Fig. 6 – Wiring Diagram -- GP Series with Auxiliary Heat
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Fig. 7 – Wiring Diagram -- GS Series
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Fig. 8 – Wiring Diagram -- GT Series
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Fig. 9 – Wiring Diagram -- GT Series with Auxiliary Heat
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Fig. 10 – Wiring Diagram -- GW Series
2 through 6 Ton Capacity
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Fig. 11 – Wiring Diagram -- GW Series
10 Ton Capacity
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Fig. 12 – Wiring Diagram -- GZ Series
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